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Sunnyside Valley Irrigation District

23.7 Reservoir Vertical Turbine Pump

ADDENDUM NO. 1
Issued: November 18, 2025

To All Contract Document Holders:

You are hereby notified of the following changes, deletions, additions, corrections and
clarifications to the bid documents comprising the Contract Documents for Sunnyside Valley
Irrigation District, 23.7 Reservoir Vertical Turbine Pump Bid Package.

Bid Forms

1. Equipment Specifications — Vertical Turbine Pump Data Sheet

Pump & Motor — Specifications shall be equal or APPROVED SIMILAR.
Manufacturers — Shall be equal or APPROVED SIMILAR.
Motor Horsepower — Shall NOT be restricted to 100HP.

Pump Operation — Shall operate 3200gpm @ 42ft and 6000gpm @ 27t head when
reservoir is at min. and max. elevations, respectively. Pump shall be factory tested.

Column Height — Shall be equal to 39.50 feet.
Discharge Size — Shall be equal to 16 inches.
Pump Base Flange Size — Shall be equal to 46 inches with standard 32 bolt holes.

2. Bid Opening

Bid opening will remain the same; 11:00 am Tuesday, December 2", 2025.
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Addendum No. 1 is hereby made a part of the Contract Documents, and its terms and conditions

are fully binding on the Contract Document holder. He/she shall acknowledge receipt of
Addendum No. 1 by signing in the space provided below and attaching it to his/her proposal.

This Addendum No. 1 must be signed and included in the bid.

SUNNYSIDE VALLEY IRRIGATION DISTRICT

Ron C. Cowin, P.E.
Assistant Manager - Engineering

Sunnyside Valley Irrigation District

Received and Acknowledged:

(Company Name)

(Signature)

(Title)

(Date)

11/18/2025 1:23 PM 2



